Outdoor lighting is an essential service for modern life. However, the high influence of this type of facility on energy consumption makes it necessary to take extra care in the design phase. Therefore, this manuscript describes an algorithm to help light designers to get, in an easy way, the best configuration parameters and to improve energy efficiency, while ensuring a minimum level of overall uniformity. To make this possible, we used a particle swarm optimization (PSO) algorithm. These algorithms are well established, and are simple and effective to solve optimization problems. To take into account the most influential parameters on lighting and energy efficiency, 500 simulations were performed using DIALux software (4.10.0.2, DIAL, Ludenscheid, Germany). Next, the relation between these parameters was studied using to data mining software. Subsequently, we conducted two experiments for setting parameters that enabled the best configuration algorithm in order to improve efficiency in the proposed process optimization.
Introduction
Outdoor lighting is an essential service for modern life, creating a welcoming feeling that is able to increase night activity, reducing crime at the same time [1] . However, its main drawback is the high amount of energy needed to provide this service. Some studies have highlighted that outdoor lighting installations are responsible for 2.3% of the global electricity consumption [2] . Despite this proportion seeming small, in terms of municipalities, outdoor lighting installations consume up to 80% of the amount of electric energy consumed by the entire municipality, being responsible for up to 60% of the energy bill [3] .
Analyzing the case in Spain, if we pay attention to the power of the lamps, it can be seen Spain has one of the highest values in the European Union, with an average of 157 W per lamp, well above the 76 W of the United Kingdom or the 61 W of the Netherlands. This high power, together with the growing concern about energy efficiency, has caused the implementation of several regulations to try to raise the energy efficiency of this sort of installation [4] . Despite these efforts, the regulations have not obtained the expected results yet, and the energy consumption of outdoor lighting installations continues to grow [5] . Nevertheless, several studies have highlighted that it is possible to reduce the energy costs up to 45% thanks to different measures such as the reduction of the illumination level; the improvement of the reflection quality of the luminaires; the implementation or upgrade of regulation; or the removal of light pollution [6] . However, most of these improvements are related to the design phase, the reason why this manuscript is focused on that aspect.
One of the main problems with the design of outdoor lighting installations' is to preserve compliance with existing standards and, at the same time, try to satisfy the desired level of energy efficiency. To study these aspects there are several tools such as AutoCAD or DIALux, among others, which can help the visualization due to their capability to show a virtualization of reality and, in the case of DIALux, the photometric characteristics of an area. The main difficulty in using these tools arises when we try to optimize some of the characteristics of the installation, such as the lamps' power or the distance between luminaires, due to its impact on multiple final factors. For that reason, it is important to define the most important parameter to optimize.
According to the research performed by Gómez-Lorente [7] , who wanted to maximize the overall uniformity and the efficiency of the installations at the same time, it is possible to realize that there is a clear linear relationship between both parameters. This relation shows how the overall uniformity decreases when the energy efficiency increases, making the goal of maximizing both parameters difficult. On the other hand, according to the Spanish Royal Decree [4] , to guarantee the quality of the light, the overall uniformity should not be lower than 0.4. Therefore, the best option to improve the quality of the outdoor lighting installation and to maximize its energy efficiency is adjusting the value of the overall uniformity to 0.4 to ensure that the installations comply with the lighting regulations.
There are several algorithms that can help with the optimization of the installations. However, one of the most employed algorithms to optimize engineering problems is called the particle swarm optimization (PSO) algorithm [8] [9] [10] . Its successful performance, even when it is compared to other modern optimization techniques [11, 12] , as well as its simplicity and effectiveness in solving optimization problems make this sort of algorithm an interesting option to use to develop an outdoor lighting optimization algorithm which can help in the design phase. Hence, PSO algorithms are useful for simulation optimization approaches where an application-independent algorithm may help with the run time, which is a real concern for practical applications [13] . However, the PSO algorithms sometimes are not effective and accurate for solving nonlinear equations, with other techniques being necessary for hybridization with other algorithms [14, 15] . Despite the drawback of this sort of algorithm, this paper presents a new version of a PSO algorithm to help in the search for the configuration of street lighting systems with higher energy efficiency. Furthermore, the algorithm has a flexible configuration and allows us to set the known configuration values of the system, searching for the best configuration which allows us to keep them and increase their energy efficiency.
The paper is organized as follows. Firstly, the most important characteristics of outdoor lighting installations are analyzed in order to identify the best parameter to optimize. Secondly, a description of the selected algorithm is presented. Next, the manuscript includes two experiments with the purpose of obtaining the best configuration of the different algorithm parameters. To summarize, a conclusions section is presented in order to show the most relevant conclusions obtained after the algorithm's development.
Outdoor Lighting

Energy Efficiency Classification
The main goal of outdoor lighting is to produce a safe environment and comfortable vision when natural light is not enough. Proper lighting helps to protect drivers and observers, creating a welcoming feel to an area as well as thwarting criminal activities [16] . However, an excess of illumination might lead to high energy consumption. To avoid this, illumination must not be excessive. A sustainable lighting installation should minimize electricity consumption per lux, which is the unit of illuminance. This is why the developed algorithm is focused on obtaining the best outdoor lighting installation setting configuration, to ensure the highest value for energy efficiency.
The first point to evaluate the energy efficiency in street lighting installations is to know the sort of lighting areas to ensure that the evaluated system complies with the current regulation. This division is important in order to specify the amount of required light to ensure citizens' security, adapting the requirements in each context. The areas are divided into two types [17] :
• Functional street lighting: It encompasses lighting installations for motorways, dual carriageways, urban streets and roads.
• Ambient street lighting: It is generally placed on low supports in urban areas for lighting pedestrian and commercial areas, pavements, parks and gardens, historic centers and roads with low speeds limits.
Once the type of area is known, it is possible to check the minimum lighting requirements of the system, which are established in the regulations [4] .
According to the Spanish Royal Decree 1890/2008 [4] , energy efficiency (ε) is defined by three parameters: the lit-up area (S), the average illuminance (E m ) and the active power (P). Equation (1) shows how to calculate this magnitude:
As can be seen, two of the three parameters needed, the lit-up area and active power, can be obtained directly from the characteristics of the elements of any installation. To obtain the value of the average illuminance, a measure of the illuminance of the installation in a specific area is necessary. To ensure that these measures follow the Royal Decree [4] , it is necessary to measure the illuminance at different points through a 3 × 5 grid placed between two light points. If both streetlights have the same characteristics, this method can be simplified with the measure of only nine points. Figure 1 shows the points of the grid that must be measured to obtain the average illuminance. The first point to evaluate the energy efficiency in street lighting installations is to know the sort of lighting areas to ensure that the evaluated system complies with the current regulation. This division is important in order to specify the amount of required light to ensure citizens' security, adapting the requirements in each context. The areas are divided into two types [17] :
According to the Spanish Royal Decree 1890/2008 [4] , energy efficiency ( ) is defined by three parameters: the lit-up area (S), the average illuminance ( ) and the active power (P). Equation (1) shows how to calculate this magnitude:
As can be seen, two of the three parameters needed, the lit-up area and active power, can be obtained directly from the characteristics of the elements of any installation. To obtain the value of the average illuminance, a measure of the illuminance of the installation in a specific area is necessary. To ensure that these measures follow the Royal Decree [4] , it is necessary to measure the illuminance at different points through a 3 × 5 grid placed between two light points. If both streetlights have the same characteristics, this method can be simplified with the measure of only nine points. Figure 1 shows the points of the grid that must be measured to obtain the average illuminance. Despite the fact that the previous equation allows us to obtain the energy efficiency, to set the energy class, another parameter is used: the energy efficiency index. This value must be calculated as shown in Equation (2):
where is the energy efficiency reference which is set in the regulations. As this value lets us obtain the classification of the energy efficiency of the installation, the algorithm will use this parameter to set the energy efficiency of the installation.
Another important parameter for lighting is the overall uniformity, represented in lighting plans by the U0 symbol. This magnitude is a ratio of the minimum illuminance level to the average illuminance level. An overall uniformity value of 0.4, or 40%, is recommended to ensure that lighting installations do not create dark patches next to lighter patches. This effect makes it difficult for our eyes to adjust quickly enough to see if it is safe to proceed along any route. Furthermore, low uniformity ratios, such as frequent changes of contrasting high-and low-lit road segments, may cause enormous eye discomfort, leading to stress and tiredness which may often have a negative impact on road safety Despite the fact that the previous equation allows us to obtain the energy efficiency, to set the energy class, another parameter is used: the energy efficiency index. This value must be calculated as shown in Equation (2):
where ε R . is the energy efficiency reference which is set in the regulations. As this value lets us obtain the classification of the energy efficiency of the installation, the algorithm will use this parameter to set the energy efficiency of the installation. Another important parameter for lighting is the overall uniformity, represented in lighting plans by the U 0 symbol. This magnitude is a ratio of the minimum illuminance level to the average illuminance level. An overall uniformity value of 0.4, or 40%, is recommended to ensure that lighting installations do not create dark patches next to lighter patches. This effect makes it difficult for our eyes to adjust quickly enough to see if it is safe to proceed along any route. Furthermore, low uniformity ratios, such as frequent changes of contrasting high-and low-lit road segments, may cause enormous eye discomfort, leading to stress and tiredness which may often have a negative impact on road safety [18] . In other words, uniformity is what distinguishes a good quality road lighting installation from a poor one [19] . Thus, a good lighting system is one that is designed to distribute an appropriate amount of light evenly with uniformity values of 0.40 using lamps with a rating of at least 60 on the color rendering index (CRI) [20] .
Lighting Systems
As can be seen, there many parameters that may change the final result of the energy efficiency index. The outdoor lighting systems are characterized by many parameters, and the design involves a large number of variables [21] . Because lighting designers are not exploiting all of the available possibilities for energy savings [22] , the developed algorithm will help them to obtain the best parameter configuration to obtain the highest energy efficiency index, guaranteeing, at the same time, a minimum overall uniformity of 0.4.
The algorithm is based on a linear regression, which has been developed through the data of 500 installations obtained thanks to DIALux software [23] , which is used in the design phase of outdoor lighting installations. In this way, the algorithm is able to take into account parameters with high impact on the installations which are impossible to manage in another way, such as the maintenance factor.
To perform the final evaluation, data mining software called WEKA (3.8, University of Waikato, Hamilton, New Zealand) was used. This tool is able to provide the equation to acquire the value of the variable that we wanted to optimize through the data obtained with DIALux. As a result, we have obtained two different equations: one to evaluate the energy efficiency factor (I ε ), and another to evaluate the overall uniformity (U 0 ). Both equations will be used in the algorithm to search for the configuration with the highest energy efficiency with an overall uniformity at least of 0.4, as is set in the regulations.
Particle Swarm Optimization for Outdoor Lighting Optimization
PSO is a metaheuristic optimization technique that was developed in 1995 by Kennedy [24] and Eberhart [25] , which is particularly efficient in dealing with numerical optimization problems. This evolutionary optimization algorithm was inspired by the social behavior of groups of insects and animals such as swarms of bees, flocks of birds, and shoals of fish [26] . The base of the PSO algorithm is to mimic the social models of food searching to extrapolate them to optimize real problems.
In PSO, a population called a swarm is generated randomly and it is composed of individuals, named particles. Each particle flies around the search field, where each position represents each potential solution to the problem, adjusting the movements by its own knowledge and that of the entire swarm's previous best performance in an attempt to identify better positions in a cooperative manner [27] . In every iteration, the particles randomly vary their velocity and follow the particle that finds the best solution in their environment according to a fitness value of the optimized function. This particle is called the leader. The particle position X is updated with each iteration, varying, at the same time, its velocity. This velocity is added to the position of each particle to move it from a time t − 1 to t [8] .
The PSO algorithm can be divided into the following steps:
1. First of all, the algorithm has to initialize the population with random positions, as in Equation (3), and velocities, as in Equation (4), in the search space.
2. Analyze value of each particle according to a fitness function, selecting the particle with the best solution as the leader. 3.
Update the velocity of each particle according to the following Equation (5):
As can be seen, the velocity of the particle is formed by three different parts. The first part is the product of the previous particle velocity v i k and the inertia weight of the particle (w), which controls the tradeoff between the different explorations performed. The second part is the difference of the position between the best solution found by the particle (p i k ) and the last particle position multiplied by the acceleration coefficients that control the relative effect of the personal best solution (ϕ 1 ), which form the cognitive part representing the learning through its previous experience. The last part, which represents the social part of the group learning, is the difference between the position of the best solution found by the swarm (p g ) and the last particle position multiplied by the acceleration coefficients that control the relative effect of the global best solution (ϕ 2 ).
4.
Update the position of each particle according to Equation (6):
5.
Evaluate the quality of each particle according to a fitness function, which is also the objective function, in our case the function which calculates the energy efficiency of the outdoor lighting installation. 6 .
Check the quality of the particle result. In case the quality of the solution is better than the best particle result, it will be updated with the value of the current particle. 7.
In case one of the solutions reached by any of the particles is better than the current leader, the leader of the swarm is updated. 8.
Check if the maximum number of iterations has been reached or if the best solution fits the fitness value. In case the maximum number of iterations is not reached, the algorithm will go to the third step again.
Experiments and Discussion
The proposed PSO algorithm is tested in this section. To improve its performance, it is necessary to set the parameter which determines the best algorithm configuration in order to improve its efficacy in optimizing a given problem. To obtain the best configuration, the following parameters were modified: To ensure that the algorithm produces overall good results in different situations, two experiments were carried out in order to determine the effects of the different configurations of outdoor lighting installations on the algorithm behavior. Once all the values of the evaluations were obtained, aspects such as the convergence value or the highest energy efficiency coefficient given by the solution were studied. The results of this experiment are shown in the following sections. Due to this kind of algorithm having a random factor, each simulation was performed 100 times, with the average values of the results obtained from all the simulations used in this manuscript.
Experiment 1
The aim of this experiment was to find the best configuration for the algorithm when most of the features of the new installation are not known. Although this situation is not the most common, where the elements that compose the installations are unknown, it could be interesting in order to evaluate the algorithm when it has to manage a high number of variables. For that reason, the only fixed parameters are the width of the road and the separation between the luminaire and road.
Analyzing firstly the inertia weight parameter, the algorithm was tested with different inertia weights. Although there are some studies that show that values of inertia weight between 0.4 and 0.9 are widely accepted in the literature [28] , the simulations were carried out with values from 0.1 to 1.7 to have more data to contrast with the results of these studies. The goal of these simulations was to obtain the highest energy efficiency index for the installation at the same time that the level of the convergence of the particles was studied. A non-convergence behavior means that the parameter of the inertia weight sets is inadequate due to it being impossible for the particles to reach an absolute maximum. Table 1 shows the results of the simulations performed varying the inertia weight, where it can be seen how the best option, which obtained not only the best value of the energy efficiency index but all its particles converged to this value, is 0.7. However, the number of iterations needed to reach this value is different in each case. Due to the number of particles and iterations being related to the amount of memory needed to execute the algorithm, a search for the best configuration of these parameters is needed. This configuration must give us the opportunity to save resources without diminishing the effectiveness of the algorithm. Table 2 shows the maximum energy efficiency index obtained for each configuration as well as the iteration number when it was obtained, and the amount of memory required to store all the values. As can be seen in Table 2 , the configuration of the algorithm with less memory requirements was composed by 20 particles and this was also the configuration that needed a high number of iterations to converge. However, the maximum value obtained with this configuration of 20 particles never reached the same value of the other cases. If the behavior of the particles is analyzed deeply, as is shown in Figure 2 , it can be seen how the swarm particles' movements to reach the maximum values were discovered as the simulation progressed. When a particle finds a maximum value it notifies the others to inform them of the need to change their position towards that maximum. The randomness of this algorithm makes the movement of particles in each simulation different. The algorithm must stop when all the particles have converged at the same value. However, to better reflect the particles' behavior, Figure 2 shows the particles' searches for different particle swarm sizes. To better observe the convergence of the particles, the algorithm only stops when the number of iterations is 60. Paying attention to the configurations when the highest value for the energy efficiency index was reached, it can be observed that the best parameter setting was formed by a population of 120 particles due to the algorithm being able to obtain the best solution earlier than the 20th iteration. Figure 3 shows the behavior of the particle that reached the optimal solution in fewer iterations in the different swarm population size simulations. Figure 3 also shows how the swarm particles size is related to the number of iterations needed to reach the highest energy efficiency index value. In the case of small populations, the slower level of convergence can be appreciated, due to the proportion of the search area per particle being higher, making the particles move more to reach the maximum values. On the other hand, having a small population can also cause the local maximum values to be obtained for each particle, making it more difficult to find an absolute maximum. This situation can be solved using advanced techniques for this algorithm. The use of a higher swarm population could help to minimize these problems but with the drawback of a higher computational cost; this is the reason why it is important to find the best configuration. In the case of this experiment, it is possible to obtain a high level of energy efficiency with a population of at least 60 particles. Paying attention to the configurations when the highest value for the energy efficiency index was reached, it can be observed that the best parameter setting was formed by a population of 120 particles due to the algorithm being able to obtain the best solution earlier than the 20th iteration. Figure 3 shows the behavior of the particle that reached the optimal solution in fewer iterations in the different swarm population size simulations. Figure 3 also shows how the swarm particles size is related to the number of iterations needed to reach the highest energy efficiency index value. Paying attention to the configurations when the highest value for the energy efficiency index was reached, it can be observed that the best parameter setting was formed by a population of 120 particles due to the algorithm being able to obtain the best solution earlier than the 20th iteration. Figure 3 shows the behavior of the particle that reached the optimal solution in fewer iterations in the different swarm population size simulations. Figure 3 also shows how the swarm particles size is related to the number of iterations needed to reach the highest energy efficiency index value. In the case of small populations, the slower level of convergence can be appreciated, due to the proportion of the search area per particle being higher, making the particles move more to reach the maximum values. On the other hand, having a small population can also cause the local maximum values to be obtained for each particle, making it more difficult to find an absolute maximum. This situation can be solved using advanced techniques for this algorithm. The use of a higher swarm population could help to minimize these problems but with the drawback of a higher computational cost; this is the reason why it is important to find the best configuration. In the case of this experiment, it is possible to obtain a high level of energy efficiency with a population of at least 60 particles. In the case of small populations, the slower level of convergence can be appreciated, due to the proportion of the search area per particle being higher, making the particles move more to reach the maximum values. On the other hand, having a small population can also cause the local maximum values to be obtained for each particle, making it more difficult to find an absolute maximum. This situation can be solved using advanced techniques for this algorithm. The use of a higher swarm population could help to minimize these problems but with the drawback of a higher computational cost; this is the reason why it is important to find the best configuration. In the case of this experiment, it is possible to obtain a high level of energy efficiency with a population of at least 60 particles.
Experiment 2
This second experiment was focused on finding the best parameter setting to configure the algorithm in the case of the user knowing most of the values of the installation. Contrary to the previous experiment, this experiment is the most common situation where users have at least the information about the road to illuminate and the luminaries. The most interesting part of this experiment is to contrast the results of the algorithm configuration with the previous experiment.
Starting with the analysis of the inertia weight, it was realized that the best parameter configuration matched with the experiment 1. That means that the influence of the number of searching parameters has no high influence on the particles' movement behavior.
In contrast to what happened in the previous experiment, the number of iterations needed to achieve the highest value was the same as in the case of the highest population, as well as both inertia factors.
Studying in-depth the behavior of all experimental populations, it is possible to see some similarities with the previous experiment. Figure 4 shows how a small number of particles caused the optimal solution to fall into a local maximum. However, if we grew the number of particles, the probability of finding an absolute maximum grew, maximizing the efficiency of the variables under study. In this experiment, it can be seen how it was possible to obtain the maximum energy efficiency index value with a population of at least 60 particles. On the other hand, if we increased this population, the convergence to an optimum value was faster, requiring a lower number of iterations. This second experiment was focused on finding the best parameter setting to configure the algorithm in the case of the user knowing most of the values of the installation. Contrary to the previous experiment, this experiment is the most common situation where users have at least the information about the road to illuminate and the luminaries. The most interesting part of this experiment is to contrast the results of the algorithm configuration with the previous experiment.
Studying in-depth the behavior of all experimental populations, it is possible to see some similarities with the previous experiment. Figure 4 shows how a small number of particles caused the optimal solution to fall into a local maximum. However, if we grew the number of particles, the probability of finding an absolute maximum grew, maximizing the efficiency of the variables under study. In this experiment, it can be seen how it was possible to obtain the maximum energy efficiency index value with a population of at least 60 particles. On the other hand, if we increased this population, the convergence to an optimum value was faster, requiring a lower number of iterations. Figure 5 shows the evolution of each particle in a swarm of 80 particles. It can be appreciated how each particle started at a random value and evolved according to the optimal values found by the particle and also to the optimal values found by the other swarm particles. As the number of iterations grew, all the particles tried to converge at the same value, maximizing the objective function. Best particle, swarm 40
Best particle, swarm 60
Best particle, swarm 80
Best particle, swarm 120 Figure 4 . Evolution of the best particle for different swarms. Figure 5 shows the evolution of each particle in a swarm of 80 particles. It can be appreciated how each particle started at a random value and evolved according to the optimal values found by the particle and also to the optimal values found by the other swarm particles. As the number of iterations grew, all the particles tried to converge at the same value, maximizing the objective function. This second experiment was focused on finding the best parameter setting to configure the algorithm in the case of the user knowing most of the values of the installation. Contrary to the previous experiment, this experiment is the most common situation where users have at least the information about the road to illuminate and the luminaries. The most interesting part of this experiment is to contrast the results of the algorithm configuration with the previous experiment.
Studying in-depth the behavior of all experimental populations, it is possible to see some similarities with the previous experiment. Figure 4 shows how a small number of particles caused the optimal solution to fall into a local maximum. However, if we grew the number of particles, the probability of finding an absolute maximum grew, maximizing the efficiency of the variables under study. In this experiment, it can be seen how it was possible to obtain the maximum energy efficiency index value with a population of at least 60 particles. On the other hand, if we increased this population, the convergence to an optimum value was faster, requiring a lower number of iterations. Figure 5 shows the evolution of each particle in a swarm of 80 particles. It can be appreciated how each particle started at a random value and evolved according to the optimal values found by the particle and also to the optimal values found by the other swarm particles. As the number of iterations grew, all the particles tried to converge at the same value, maximizing the objective function. 
Algorithm Validation
To check if the algorithm's performance was appropriate, it was necessary to compare the outputs of both experiments. Therefore, we simulated three different cases with DIALux software and the obtained outputs were analyzed with the outputs of the algorithm.
The selected cases have the same characteristics except the distance between luminaires, which was different in the three cases. Table 3 shows the value of the energy efficiency index obtained with DIALux software and the developed algorithm. As can be appreciated, the deviation is reasonably acceptable for using the algorithm as a new design tool. 
Conclusions
For solving an outdoor lighting energy efficiency optimization model, we presented the use of a PSO algorithm.
One of the most influential parameters studied in this manuscript, and that which had a high impact on the results of the algorithm, was the inertia weight. Despite several studies that have shown that values between 0.4 and 0.9 can reach the maximum values, we consider that the range of values between 0.4 and 0.9 is high and the results obtained with them are too different, which is why we need to find the most optimal value for each case.
Focusing on the number of particles needed in each case, we found that a minimum population of 60 was needed to find the best solution in both experiments. However, the number of iterations required to converge to a maximum value was different in each experiment. It was shown how a lower number of variables require a higher number of iterations because it is more difficult to reach the minimum value of 0.4, which is required by the Spanish Royal Decree for overall uniformity. 
Algorithm Validation
Conclusions
Focusing on the number of particles needed in each case, we found that a minimum population of 60 was needed to find the best solution in both experiments. However, the number of iterations required to converge to a maximum value was different in each experiment. It was shown how a lower number of variables require a higher number of iterations because it is more difficult to reach the minimum value of 0.4, which is required by the Spanish Royal Decree for overall uniformity.
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